
 
 
 
 
 

 
 
 
 
 

 
Certified Mail - Return Receipt Requested 

 
 
May 29, 2014 
 
 
Mr. Jordan (Lloyd) Martinez, Supervisor 
Water/Wastewater Department  
Post Office Box K 
302 Main Street 
Socorro, New Mexico 87801 
 
Re: Socorro Wastewater Treatment Plant; Major; Individual Permit; SIC 4952; Compliance 

Evaluation Inspection; NPDES Permit NM0028835; May 15, 2014 
 
Dear Mr. Martinez: 
 
Enclosed please find a copy of the report and check list for the referenced inspection that the New Mexico 
Environment Department (NMED) conducted at your facility on behalf of the U.S. Environmental 
Protection Agency (USEPA).  This inspection report will be sent to the USEPA in Dallas for their review.  
These inspections are used by USEPA to determine compliance with the National Pollutant Discharge 
Elimination System (NPDES) permitting program in accordance with requirements of the federal Clean 
Water Act.   
 
You are encouraged to review the inspection report, required to correct any problems noted during the 
inspection, and advised to modify your operational and/or administrative procedures, as appropriate.  If you 
have comments on or concerns with the basis for the findings in the NMED inspection report, please contact 
us (see the address below) in writing within 30 days from the date of this letter.  Further you are encouraged 
to notify in writing both USEPA and NMED regarding modifications and compliance schedules at the 
addresses below: 
 
Racquel Douglas       Bruce Yurdin        
US Environmental Protection Agency, Region VI   New Mexico Environment Department 
Enforcement Branch (6EN-WM)       Surface Water Quality Bureau 
Fountain Place      Point Source Regulation Section 
1445 Ross Avenue                                      P.O. Box 5469 
 Dallas, Texas 75202-2733                   Santa Fe, New Mexico 87502 
 
 
 
 

SUSANA MARTINEZ 
Governor 

JOHN A. SANCHEZ 
Lieutenant Governor 

RYAN FLYNN 
Cabinet Secretary 
BUTCH TONGATE 
Deputy Secretary 

NEW MEXICO 
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Harold Runnels Building 
1190 South St. Francis Drive (87505)  

P.O. Box 5469, Santa Fe, NM 87502-5469  
Phone (505) 827-0187    Fax (505) 827-0160 

www.nmenv.state.nm.us 

  



Mr. Jordan (Lloyd) Martinez 
Page 2 
May 29, 2014 
 
 
 
If you have any questions about this inspection report, please contact Sandra Gabaldon at (505) 827-1041 
or at sandra.gabaldon@state.nm.us. 
 
Sincerely, 
 
/s/ Bruce J. Yurdin 
 
Bruce J. Yurdin 
Program Manager 
Point Source Regulation Section 
Surface Water Quality Bureau 
 
cc:  Carol Peters-Wagnon, USEPA (6EN-WM) by e-mail 

Racquel Douglas, USEPA (6EN-WM) by e-mail 
Gladys Gooden-Jackson USEPA (6EN-WC) by e-mail 
Brent Larsen, USEPA (6WP-PP) by e-mail 

 NMED District I, by e-mail 
 
 
 
 
 
 
 
  



 
 

 

                                              NPDES Compliance Inspection Report 

 
 
 Form Approved 
 OMB No. 2040-0003 
 Approval Expires 7-31-85 

 
 Section A: National Data System Coding 

 
 Transaction Code 

 
 NPDES 

 
 yr/mo/day 

 
 Inspec. Type 

 
 Inspector 

 
 Fac Type 

 
1 

 
N 

 
  2 

 
 5 

 
3 N M 0 0 2 8 8 3 5 

 
11 

 
12 1 4 0 5 1 5 
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 Inspection Work Days 

 
 Facility Evaluation Rating 
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 QA 
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 Section B: Facility Data 
 
 Name and Location of Facility Inspected (For industrial users discharging to POTW, also 
include POTW name and NPDES permit number) 
Take I-25 South, exit 150.  At Manzanares Street Turn left.  Then take another left onto 
Main Street.  WWTP is on the right side.   
 
                                                                                            SOCORRO COUNTY 

 
 Entry Time /Date  
  
1120 Hours / May 15, 2014 

 
 Permit Effective Date 
  
November 1, 2010 

 
 Exit Time/Date 
    
1440 Hours / May 15, 2014 

 
 Permit Expiration Date 
 
October 31, 2015 

Name(s) of On-Site Representative(s)/Title(s)/Phone and Fax Number(s) 
Pauline Taylor, Supervisor / (505) 835-0240 
Lloyd Martinez, Utility Director / (505) 650-0545 (c) / (575) 838-1607 (Fax) 

Other Facility Data 
 
SIC 4952 
 
 
OUTFALL 001: 
 
34.0533700 
-106.88833 

 
 Name, Address of Responsible Official/Title/Phone and Fax Number                                
Jordan Lloyd Martinez, Utility Director / (575) 650-0545 / (575) 838-1607  
PO Box K 
302 Main Street 
Socorro, NM  87801 

 
 
 

Contacted 
 
Yes 

* 
* 

 
No 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 Section C: Areas Evaluated During Inspection 
 (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated) 
 

S 
 
 Permit 

 
M 

 
 Flow Measurement M 

 
 Operations & Maintenance N 

 
 CSO/SSO  

U 
 
  Records/Reports M 

 
   Self-Monitoring Program S 

 
  Sludge Handling/Disposal N 

 
 Pollution Prevention 

 
S 

 
  Facility Site Review N 

 
  Compliance Schedules N 

 
   Pretreatment N 

 
 Multimedia 

 
S 

 
  Effluent/Receiving Waters S 

 
  Laboratory N 

 
  Storm Water N 

 
 Other: 

 
 Section D: Summary of Findings/Comments (Attach additional sheets if necessary) 
 

Please see checklist and further explanations for details of findings  

 
 Name(s) and Signature(s) of Inspector(s) 
    
Sandra Gabaldon /s/ Sandra Gabaldon 

 
Agency/Office/Telephone/Fax 
 
NMED/SWQB/(505) 827-1041/(505) 827-0610 

 
Date   
 
5-29-2014 

 
 
 

 
 

 
 

 
 Signature of Management QA Reviewer 
/s/ Michelle Lemon 
Michelle Lemon, Municipal Team Lead 

 
Agency/Office/Phone and Fax Numbers 
 
NMED/SWQB/(505) 827-2819/(505) 827-0610 

 
 Date 
 
5-29-2014 

EPA Form 3560-3 (Rev. 9-94) Previous editions are obsolete.  



                                                                                                                           

SOCORRO WASTEWATER TREATMENT PLANT PERMIT NO.:  NM0028835 

 
SECTION A - PERMIT VERIFICATION 

 
PERMIT SATISFACTORILY ADDRESSES OBSERVATIONS x S ¨ M  ¨ U   ¨ NA (FURTHER EXPLANATION ATTACHED  NO)                                                     
           
DETAILS: 
 
 
1. CORRECT NAME AND MAILING ADDRESS OF PERMITTEE x Y  ¨ N   ¨ NA 
 
2. NOTIFICATION GIVEN TO EPA/STATE OF NEW DIFFERENT OR INCREASED DISCHARGES o Y  ¨ N   x NA 
 
3. NUMBER AND LOCATION OF DISCHARGE POINTS AS DESCRIBED IN PERMIT x Y  ¨ N   ¨ NA 
 
4. ALL DISCHARGES ARE PERMITTED x Y  ¨ N   ¨ NA 

 
SECTION B - RECORDKEEPING AND REPORTING EVALUATION 

 
RECORDS AND REPORTS MAINTAINED AS REQUIRED BY PERMIT. o S  ¨ M  x U   ¨ NA (FURTHER EXPLANATION ATTACHED YES) 
DETAILS: 
 
1. ANALYTICAL RESULTS CONSISTENT WITH DATA REPORTED ON DMRs.                                                                                                                     ¨Y  x N   ¨ NA 
 
2. SAMPLING AND ANALYSES DATA ADEQUATE AND INCLUDE. xS  ¨ M  ¨ U   ¨ NA 
 
   a) DATES, TIME(S) AND LOCATION(S) OF SAMPLING o Y  x N   ¨ NA 
 
   b) NAME OF INDIVIDUAL PERFORMING SAMPLING x Y  ¨ N   ¨ NA 
 
   c) ANALYTICAL METHODS AND TECHNIQUES. x Y  ¨ N   ¨ NA 
 
   d) RESULTS OF ANALYSES AND CALIBRATIONS. x Y  ¨ N   ¨ NA 
 
   e) DATES AND TIMES OF ANALYSES. x Y  ¨ N   ¨ NA 
 
   f) NAME OF PERSON(S) PERFORMING ANALYSES. x Y  ¨ N   ¨ NA 
 
3. LABORATORY EQUIPMENT CALIBRATION AND MAINTENANCE RECORDS ADEQUATE. x S  ¨ M  ¨ U   ¨ NA 
 
4. PLANT RECORDS INCLUDE SCHEDULES, DATES OF EQUIPMENT MAINTENANCE AND REPAIR. x S  ¨ M  ¨ U   ¨ NA 
 
5. EFFLUENT LOADINGS CALCULATED USING DAILY EFFLUENT FLOW AND DAILY ANALYTICAL DATA. o Y  x N   ¨ NA 

 
SECTION C - OPERATIONS AND MAINTENANCE 

 
TREATMENT FACILITY PROPERLY OPERATED AND MAINTAINED. ¨ S  x M  ¨ U   ¨ NA (FURTHER EXPLANATION ATTACHED  NO) 
DETAILS: 
 
 
1. TREATMENT UNITS PROPERLY OPERATED.                                                                                                                                                           x S  ¨ M  o U   ¨ NA 
 
2. TREATMENT UNITS PROPERLY MAINTAINED.                                                                                                                                                       x S  ¨ M  oU   ¨ NA 
 
3. STANDBY POWER OR OTHER EQUIVALENT PROVIDED.   Generator does not power the facility completely.  Only chlorination and influent pumps.                                                                  
                                                                                                                                                                                                                                            o S  x M  o U   ¨ NA 
 
4. ADEQUATE ALARM SYSTEM FOR POWER OR EQUIPMENT FAILURES AVAILABLE.             18 lift stations with an audible/sight alarm.   There is no alarm system in which notification of 
staff is immediate notifying that an overflow has occurred at the lift station.  Staff members state that they visit the lift stations often; it may be that one lift station may overflow when there is no one 
available to hear or see the alarm.     The permittee stated that they are on two separate grids to eliminate power failures.                                                                                                                            
                                                                                                                                                                                                                                               o S  x M  o U   ¨ NA 
 
5. ALL NEEDED TREATMENT UNITS IN SERVICE                                                                                                                                                        x S  ¨ M  o U   ¨ NA 
 
6. ADEQUATE NUMBER OF QUALIFIED OPERATORS PROVIDED.                                                                                                                            x S  ¨ M  oU   ¨ NA 
 
7. SPARE PARTS AND SUPPLIES INVENTORY MAINTAINED.  x S  ¨ M  ¨ U   ¨ NA 
 
8. OPERATION AND MAINTENANCE MANUAL AVAILABLE. x Y  ¨ N   ¨ NA 
   STANDARD OPERATING PROCEDURES AND SCHEDULES ESTABLISHED. x Y  o N   ¨ NA 
   PROCEDURES FOR EMERGENCY TREATMENT CONTROL ESTABLISHED. xY  ¨ N   ¨ NA                     

 
 



 
 

SOCORRO WASTEWATER TREATMENT PLANT 
 

PERMIT NO.:  NM0028835 

 
SECTION C - OPERATIONS AND MAINTENANCE (CONT'D) 

 
9. HAVE BYPASSES/OVERFLOWS OCCURRED AT THE PLANT OR IN THE COLLECTION SYSTEM IN THE LAST YEAR? o Y  x N   ¨ NA   
   IF SO, HAS THE REGULATORY AGENCY BEEN NOTIFIED? o Y  ¨ N   x NA 
   HAS CORRECTIVE ACTION BEEN TAKEN TO PREVENT ADDITIONAL BYPASSES/OVERFLOWS? oY   ¨ N   x NA  
 
10.HAVE ANY HYDRAULIC OVERLOADS OCCURRED AT THE TREATMENT PLANT? ¨ Y  x N   ¨ NA 
   IF SO, DID PERMIT VIOLATIONS OCCUR AS A RESULT? ¨ Y  ¨ N   x NA 

 
SECTION D - SELF-MONITORING 

 
PERMITTEE SELF-MONITORING MEETS PERMIT REQUIREMENTS. ¨ S  x M  ¨ U   ¨ NA  (FURTHER EXPLANATION ATTACHED  YES). 
DETAILS: 
 
 
1. SAMPLES TAKEN AT SITE(S) SPECIFIED IN PERMIT. x Y  ¨ N   ¨ NA 
 
2. LOCATIONS ADEQUATE FOR REPRESENTATIVE SAMPLES. x Y  ¨ N   ¨ NA 
 
3. FLOW PROPORTIONED SAMPLES OBTAINED WHEN REQUIRED BY PERMIT. x Y  ¨ N   ¨ NA 
 
4. SAMPLING AND ANALYSES COMPLETED ON PARAMETERS SPECIFIED IN PERMIT. x Y  ¨ N   ¨ NA 
 
5. SAMPLING AND ANALYSES PERFORMED AT FREQUENCY SPECIFIED IN PERMIT. xY  ¨ N   ¨ NA 
 
6. SAMPLE COLLECTION PROCEDURES ADEQUATE x Y  ¨ N   ¨ NA 
 
   a) SAMPLES REFRIGERATED DURING COMPOSITING. x Y  ¨ N   ¨ NA 
 
   b) PROPER PRESERVATION TECHNIQUES USED. x Y  ¨ N   ¨ NA 
 
   c) CONTAINERS AND SAMPLE HOLDING TIMES CONFORM TO 40 CFR 136.3. x Y  ¨ N   ¨ NA 
 
7. IF MONITORING AND ANALYSES ARE PERFORMED MORE OFTEN THAN REQUIRED BY PERMIT, ARE 
   THE RESULTS REPORTED IN PERMITTEE'S SELF-MONITORING REPORT? ¨ Y  x N   ¨ NA 

 
SECTION E - FLOW MEASUREMENT 

 
PERMITTEE FLOW MEASUREMENT MEETS PERMIT REQUIREMENTS. ¨ S  x M  ¨ U   ¨ NA (FURTHER EXPLANATION ATTACHED YES) 
DETAILS: 
 
 
1. PRIMARY FLOW MEASUREMENT DEVICE PROPERLY INSTALLED AND MAINTAINED. xY  ¨ N   ¨ NA 
   TYPE OF DEVICE        
 
2. FLOW MEASURED AT EACH OUTFALL AS REQUIRED. x Y  ¨ N   ¨ NA 
 
3. SECONDARY INSTRUMENTS (TOTALIZERS, RECORDERS, ETC.) PROPERLY OPERATED AND MAINTAINED. x Y  ¨ N   ¨ NA 
 
4. CALIBRATION FREQUENCY ADEQUATE.              xY  ¨ N   ¨ NA 
   RECORDS MAINTAINED OF CALIBRATION PROCEDURES. o Y  x N   ¨ NA 
   CALIBRATION CHECKS DONE TO ASSURE CONTINUED COMPLIANCE. o Y  x N   ¨ NA 
 
5. FLOW ENTERING DEVICE WELL DISTRIBUTED ACROSS THE CHANNEL AND FREE OF TURBULENCE. x Y  ¨ N   ¨ NA 
 
6. HEAD MEASURED AT PROPER LOCATION. x Y  ¨ N   ¨ NA 
 
7. FLOW MEASUREMENT EQUIPMENT ADEQUATE TO HANDLE EXPECTED RANGE OF FLOW RATES. x Y  ¨ N   ¨ NA 

 
SECTION F – LABORATORY 

 
PERMITTEE LABORATORY PROCEDURES MEET PERMIT REQUIREMENTS. x S  ¨ M  ¨ U   ¨ NA (FURTHER EXPLANATION ATTACHED  YES) 
DETAILS: 
 
1. EPA APPROVED ANALYTICAL PROCEDURES USED (40 CFR 136.3 FOR LIQUIDS, 503.8(b) FOR SLUDGES) o Y  x N   ¨ NA 

 



 
SECTION G - EFFLUENT/RECEIVING WATERS OBSERVATIONS. x S  ¨ M  o U   ¨ NA  (FURTHER EXPLANATION ATTACHED  NO). 
 

OUTFALL NO. 
 

OIL SHEEN 
 

GREASE 
 

TURBIDITY 
 

VISIBLE FOAM 
 

FLOAT SOL. 
 

COLOR 
 

OTHER 
 

001 
 

None None None None None None 
  

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
RECEIVING WATER OBSERVATIONS:  No notable observations made of the effluent / receiving waters.   Discharge is into an irrigation ditch (Luis Lopez Drain) which is currently being used for 
agricultural purposes.    
 
                                                                                                                                                                                                                          

 
SECTION H - SLUDGE DISPOSAL 

 
SLUDGE DISPOSAL MEETS PERMIT REQUIREMENTS. x S  ¨ M  ¨ U   ¨ NA  (FURTHER EXPLANATION ATTACHED NO). 
DETAILS: 
 
 
1. SLUDGE MANAGEMENT ADEQUATE TO MAINTAIN EFFLUENT QUALITY. x S  ¨ M  ¨ U   ¨ NA 
 
2. SLUDGE RECORDS MAINTAINED AS REQUIRED BY 40 CFR 503. x S  ¨ M  ¨ U   ¨ NA 
 
3. FOR LAND APPLIED SLUDGE, TYPE OF LAND APPLIED TO:   N/A (e.g., FOREST, AGRICULTURAL, PUBLIC CONTACT SITE) 

 
SECTION I - SAMPLING INSPECTION PROCEDURES     (FURTHER EXPLANATION ATTACHED      ). 

 

1. SAMPLES OBTAINED THIS INSPECTION. ¨ Y  ¨ N   x NA 
 
2. TYPE OF SAMPLE OBTAINED 
 
   GRAB                                                     COMPOSITE SAMPLE         METHOD                    FREQUENCY                      
 
3. SAMPLES PRESERVED. ¨ Y  ¨ N   ¨ NA 
 
4. FLOW PROPORTIONED SAMPLES OBTAINED. ¨ Y  ¨ N   ¨ NA 
 
5. SAMPLE OBTAINED FROM FACILITY'S SAMPLING DEVICE. ¨ Y  ¨ N   ¨ NA 
 
6. SAMPLE REPRESENTATIVE OF VOLUME AND MATURE OF DISCHARGE. ¨ Y  ¨ N   ¨ NA 
 
7. SAMPLE SPLIT WITH PERMITTEE. ¨ Y  ¨ N   ¨ NA 
 
8. CHAIN-OF-CUSTODY PROCEDURES EMPLOYED. ¨ Y  ¨ N   ¨ NA 

 

9. SAMPLES COLLECTED IN ACCORDANCE WITH PERMIT. ¨ Y  ¨ N   ¨ NA 

 

 
SOCORRO WASTEWATER TREATMENT PLANT 

 
PERMIT NO.:  NM0028835 

 
SECTION F - LABORATORY (CONT'D) 

 
2. IF ALTERNATIVE ANALYTICAL PROCEDURES ARE USED, PROPER APPROVAL HAS BEEN OBTAINED ¨ Y  ¨ N   x NA 
 
3. SATISFACTORY CALIBRATION AND MAINTENANCE OF INSTRUMENTS AND EQUIPMENT.                                                                        x S  o M  ¨ U   ¨ NA 
 
4. QUALITY CONTROL PROCEDURES ADEQUATE. x S  ¨ M  ¨ U   ¨ NA 
 
5. DUPLICATE SAMPLES ARE ANALYZED.  100     % OF THE TIME. x Y  ¨ N   ¨ NA 
 
6. SPIKED SAMPLES ARE ANALYZED.   100    % OF THE TIME.                                                                                                                                             x Y  ¨ N   o NA 
 
7. COMMERCIAL LABORATORY USED. x Y  ¨ N   ¨ NA 
 
   LAB NAME            Hall Environmental Analysis Laboratory                                                                                          Bio-Aquatics                                                                                  
 
   LAB ADDRESS     401 Hawkins, NE; Albuquerque, NM  87109                                                                                   2501 Mayes Rd, Carrollton, TX 75006                                                            
                                                                                                                                                                 
   PARAMETERS PERFORMED  Dissolved and Total Aluminum                                                                                    Biomonitoring                                                                    



Compliance Evaluation Inspection  
Socorro Wastewater Treatment Plant 

NPDES Permit No.  NM0028835 
Inspection Date:  May 15, 2014 

 
Introduction  

A Compliance Evaluation Inspection (CEI) was conducted at the Socorro Wastewater Treatment Plant 
(WWTP), located in Socorro, New Mexico on May 15, 2014 by Ms. Sandra Gabaldón, of the State of 
New Mexico Environment Department (NMED), Surface Water Quality Bureau (SWQB). This 
facility is classified as a major discharger under the federal Clean Water Act (CWA), Section 402.  
This facility is regulated under the National Pollutant Discharge Elimination System (NPDES) permit 
program, and is assigned NPDES permit number NM0028835. The facility design flow is 1.3 million 
gallons per day (MGD). 
 
The Socorro Wastewater Treatment Plant discharges to a receiving water named Luis Lopez Drain, 
thence to Socorro Riverside Drain, thence to the Rio Grande in Segment 20.6.4.105 of the Rio 
Grande Basin.  Designated uses of this segment include:  Irrigation, marginal warmwater aquatic 
life, livestock watering, public water supply, wildlife habitat and primary contact.   There is a Total 
Maximum Daily Load (TMDL) on this segment of the Rio Grande for E. coli and dissolved 
aluminum.     

Ms. Gabaldón arrived at the WWTP at approximately 1122 hours conducted an entrance interview 
with Ms. Pauline Taylor, Superintendent. The inspector made introductions, presented her credentials, 
and discussed the purpose of the inspection with Ms. Taylor. An exit interview to discuss preliminary 
findings of the inspection was conducted with Ms. Pauline Taylor, Superintendent, Mr. Lloyd 
Martinez, Wastewater Director, and Mr. Cody Polston, Laboratory Technician on site.   
 
The NMED performs a specific number of CEI’s annually for the United States Environmental 
Protection Agency (USEPA). The purpose of this inspection is to provide the USEPA with 
information to evaluate the permittee’s compliance with their NPDES permit. The enclosed inspection 
report is based on verbal information supplied by the permittee’s representatives, observations made 
by the NMED inspector, and a review of records maintained by the permittee, commercial 
laboratories, and/or NMED. Findings of the inspection are detailed on the attached EPA form 3560-3 
and in the narrative Further Explanations section of the report. 

Treatment Scheme 
 

The City of Socorro WWTP is an intermittent cycle extended aeration system (ICEAS).  This 
sequencing batch reactor system works in steps to biologically degrade the influent.  The reaction 
basin operates sequentially as an aeration basin, sedimentation basin and decantation basin.  There are 
three basins available at this facility for treatment.   

Influent flows into the pre-react zone.  This compartment is located at the entrance of the basin and is 
separated with a baffle from the main treatment tank.  The influent undergoes partial treatment in the 
pre-react zone prior to entering the main treatment chamber through opening at the base of the baffle 



wall.   The pre-react zone is aerated and serves as both a biological adsorption and microorganism 
selector zone.   

Treatment occurs during a three step cycle.  Each step of the cycle is controlled automatically by the 
programmable logic controller (PLC).  The first step is an aeration period.   Coarse bubble diffusers 
are used for aeration in the basin.  The second step is settling.  Solids settle and leave a clear 
supernatant on top.  Thirdly, the supernatant is decanted and discharges.   

Sludge: 

Sludge is taken to the City of Socorro Landfill.  

 

 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 



 
 
 

Compliance Evaluation Inspection 
City of Socorro Wastewater Treatment Plant 

NPDES Permit No. NM0028835 
Inspection Date:  May 15, 2014 

 
 

Further Explanations 
 

Note:  The sections are arranged according to the format of the enclosed EPA inspection checklist 
(Form 3560-3), rather than being ranked in order of importance. 
 

Section B - Recordkeeping and Reporting  Evaluation – Overall Rating of “Marginal” 

Permit Requirements for Recordkeeping and Reporting Evaluation 

The permit requires, in Part III, Section C.4, Monitoring and Records: 
  

Records of monitoring information shall include: 
 

a. The date, exact place, and time of sampling or measurement; 
b. The individual(s) who performed the sampling or measurements; 
c. The date(s) and time(s) analyses were performed; 
d. The individual(s) who performed the analyses; 
e. The analytical techniques or methods used; and 
f. The results of such analyses. 
 

Findings for Recordkeeping and Reporting Evaluation 
 
The permittee does an excellent job of maintaining records and reporting through EPA’s eDMR.  
However, the bench sheets for E. coli, provided by the permittee, do not have the exact location of the 
effluent sampling point.   It should state the exact location and not just “effluent flow”.   
 
On the TSS bench sheet it states that the sample collection location is the bottom of the final cascade 
which is an incorrect location.   The ISCO sampler is set up at the end of the Chlorine contact 
chamber.   This needs to be corrected on the bench sheet.   
 
BOD bench sheets state “final effluent”.  This needs to be the exact location of sampling.    
 
The permittee is required to analyze dissolved and total aluminum once per month.  Hall 
Environmental Analysis Laboratory is contracted by the City of Socorro to analyze both dissolved and 
total aluminum.  The permittee submitted the concentration for dissolved aluminum as 0.012 mg/L for 
the month of June 2013.  The bench sheet for Hall Environmental provided to the permittee has a 
result for dissolved aluminum as Non-Detect.  The values below the detection limit are to be reported 
with a less than symbol (<) and the numeric value for the detection limit.  In this case, the detection 



limit is 0.020 mg/L.   The permittee should have submitted the results as < 0.020 mg/L for dissolved 
aluminum.   It is unclear where the permittee got the results of 0.012 mg/L that were submitted on 
their DMR for June 2013.  
 
It appears the permittee is not using the flow on the day of sampling for their 7-day average loading 
and the 30-day average loading calculations.  Rather, the permittee may be using the average flow for 
the week for their calculations.  For the month of June 2013 the following information was provided: 
 

BOD 
 

Sample Date: Daily Flow (MGD) BOD (mg/l) Calculated Daily Load 
 

FORMULA:  Flow on day of sampling (MGD) x concentration (mg/L) x 8.34 (lbs/gal) 
 

06/05/2013  0.73 4.01 (0.73) x (4.01) x 8.34 = 24.41 
06/12/2013 0.77 1.89 (0.77) x (1.89) x 8.34 = 12.14 
06/19/2013 0.81 5.69 (0.81) x (5.69) x 8.34 = 38.44 
06/26/2013 0.73 3.64 (0.73) x (3.64) x 8.34 = 22.16 
Calculated Monthly 
Average (Loading): 

  
24.41 + 12.14 + 38.44 + 22.16 / 4 = 24.29* 
 

Calculated 7-day 
Average (Loading): 

 
(0.81) x (5.69) x 8.34 = 38.44* 
 

Reported on DMR 7-D average loading = 36.5 lbs/day 
30-D average loading = 23.5 lbs/day 

*These values do not reflect what was reported on the DMR.    
 

TSS 
 
Sample Date: Daily Flow (MGD) TSS (mg/l) Calculated Daily Load 

 
FORMULA:  Flow on day of sampling (MGD) x concentration (mg/L) x 8.34 (lbs/gal) 

 
06/05/2013  0.73 5.06 (0.73) x (5.06) x 8.34 = 30.81 
06/12/2013 0.77 3.93 (0.77) x (3.93) x 8.34 = 25.24 
06/19/2013 0.81 5.73 (0.81) x (5.73) x 8.34 = 38.71 
06/26/2013 0.73 3.30 (0.73) x (3.30) x 8.34 = 20.09 
Calculated Monthly 
Average (Loading): 

  
30.81 + 25.24 + 38.71 + 20.09 = 28.71 lbs/d** 
 

Calculated 7-day 
Average (Loading): 

 
(0.81) x (5.73) x 8.34 = 38.71** 
 

Reported on DMR 7-D average loading = 36.8 lbs/d 



30-D average loading = 27.8 lbs/d 
**These values do not reflect what was reported on the DMR.    
 

Section D – Self-Monitoring – Overall Rating of “Marginal” 
 

Permit Requirements for Self- Monitoring 
 
The permit requires, in Part III, Section D.5, Additional Monitoring by the Permittee: 
 

If the permittee monitors any pollutant more frequently than required by this 
permit, using test procedures approved under 40 CFR 136 or as specified in 
this permit, the results of this monitoring shall be included in the calculation 
and reporting of the data submitted in the DMR.  Such increased monitoring 
frequency shall also be indicated on the DMR.   
 

Findings for Self-Monitoring: 
 
The permittee does duplicate sampling once a month.  The permittee is not reporting these results on 
the DMR as required by Part III, Section D.5, Additional Monitoring by the Permittee.   

 
Section E – Flow Measurement – Overall Rating of “Marginal” 

 
Permit Requirements for Flow Measurement: 
The permit requires in Part III.C.6 Flow Measurement:  

Appropriate flow measurement devices and methods consistent with accepted 
scientific practices shall be selected and used to ensure the accuracy and 
reliability of measurements of the volume of monitored discharges. The 
devices shall be installed, calibrated, and maintained to insure that the 
accuracy of the measurements is consistent with the accepted capability of that 
type of device. Devices selected shall be capable of measuring flows with a 
maximum deviation of less than 10% from true discharge rates throughout the 
range of expected discharge volumes. 
 

Findings for Flow Measurement: 
 
The permittee is not doing calibration checks for their primary and secondary flow devices to insure 
flows are consistent with a maximum deviation of less than 10% from the true discharge rates that are 
reported.   
 

Section F – Laboratory – Overall Rating of “Satisfactory” 
 

Permit Requirements for Laboratory: 
 
The permit requires in Part III.C.5:  Monitoring Procedures: 
 



a. Monitoring must be conducted according to test procedures approved 
under 40 CFR Part 136 unless other test procedures have been specified 
in this permit or approved by the Regional Administrator. 

 

Findings for Laboratory: 

40 CFR 136, Identification of Test Procedures: 

 TABLE IA—LIST OF APPROVED BIOLOGICAL METHODS FOR WASTEWATER AND SEWAGE SLUDGE  

Parameter and 
units Method 1  EPA Standard 

methods 
AOAC, 

ASTM,USGS  Other 

Bacteria: 
     

E. coli, 
number per 

100 mL 21  

MPN 6,8,16 
multiple tube, 

or  

9221B.1-
2006/9221F-

2006 12,14    

 

multiple 
tube/multiple 

well, or  
9223 B-200413  991.15 10  

Colilert®13,18 
Colilert-

18®13,17,18  

 

MF 2,6,7,8 
single step 1603  

  
mColiBlue-24®19  

Enterococci, 
number per 

100 mL 22  

MPN 6,8, 
multiple 

tube/multiple 
well, or   

D6503-99 9  Enterolert®13,24  

 

MF 2,6,7,8 
single step or 

1600 
25  9230 C-2007 

  

 
Plate count 

p. 
143 

3.    

TABLE IB—LIST OF APPROVED INORGANIC TEST PROCEDURES  



Parameter Methodology 58  EPA 52  Standard 
methods ASTM USGS/AOAC/Other 

Aluminum—
Total,4 mg/L 

Digestion,4 followed 
by any of the 

following:     

 

AA direct aspiration 
36  

 

3111 D-
1999 or 
3111 E-

1999  
I-3051-85.2  

 
AA furnace 

 

3113 B-
2004 

  

 
STGFAA 

200.9, 
Rev. 2.2 

(1994)    

 
ICP/AES 36  

200.5, 
Rev 4.2 
(2003) 

68; 200.7, 
Rev. 4.4 

(1994) 

3120 B-
1999 

D1976-
07 I-4471-97.50  

 
ICP/MS 

200.8, 
Rev. 5.4 

(1994) 

3125 B-
2009 

D5673-
05 993.14,3 I-4471-97.50  

 

Direct Current 
Plasma (DCP) 36  

  

D4190-
08 See footnote.34  

 

Colorimetric 
(Eriochrome cyanine 

R)  

3500-Al 
B-2001 

  

Biochemical 
oxygen 
demand 

Dissolved Oxygen 
Depletion 

 

5210 B-
2001 

 

973.443, p. 17.9, I-
1578-78,8 See 

footnote.10,63  



TABLE IB—LIST OF APPROVED INORGANIC TEST PROCEDURES  

Parameter Methodology 58  EPA 52  Standard 
methods ASTM USGS/AOAC/Other 

(BOD5), mg/L 

 
ICP/MS 

200.8, 
Rev. 5.4 

(1994) 

3125 B-
2009 

D5673-
05 993.14,3 I-4471-97.50  

 
DCP36  

  

D4190-
08 See footnote.34  

Chlorine-Total 
residual, mg/L Amperometric direct 

 

4500-Cl 
D-2000 

D1253-
08 

 

 

Amperometric direct 
(low level) 

 

4500-Cl E-
2000 

  

 
Iodometric direct 

 

4500-Cl B-
2000 

  

 

Back titration ether 
end-point15  

 

4500-Cl C-
2000 

  

 
DPD-FAS 

 

4500-Cl F-
2000 

  

 

Spectrophotometric, 
DPD 

 

4500-Cl 
G-2000 

  

Hydrogen ion 
(pH), pH units 

Electrometric 
measurement 

 

4500-H B-
2000 

D1293-
99 (A 
or B) 

973.41,3 I-1586-85.2  

 
Automated electrode 

150.2 
(Dec. 

1982)1    

See footnote,21 I-
2587-85.2  



TABLE IB—LIST OF APPROVED INORGANIC TEST PROCEDURES  

Parameter Methodology 58  EPA 52  Standard 
methods ASTM USGS/AOAC/Other 

Oxygen, 
dissolved, 

mg/L 

Winkler (Azide 
modification) 

 

4500-O B-
2001, C-
2001, D-
2001, E-
2001, F-

2001 

D888-
09 (A) 973.45B3, I-1575-78.8  

 
Electrode 

 

4500-O G-
2001 

D888-
09 (B) I-1576-78.8  

 

Luminescence Based 
Sensor 

  

D888-
09 (C) 

See footnote63 See 
footnote.64  

Residue—
non-filterable 
(TSS), mg/L 

Gravimetric, 103-
105° post washing of 

residue  

2540 D-
1997 

D5907-
03 I-3765-85.2  

 

Findings for Laboratory: 

The dates of approval, which are listed beneath the method, are important.  These indicate the 
Standard Methods for the Examination of Water and Wastewater Edition that are approved under 40 
CFR 136.    

The permittee should verify that the Standard Methods Edition they are using is the approved method 
in 40 CFR 136.  For example, for pH (Hydrogen Ion) the Standard Methods Edition that is approved 
is Standard Methods 21st Edition, according to the approval date of 2000.   

The permittee states they use Standard Methods 18th Edition for their analysis of permit effluent limits. 
The permittee should be using the Standard Methods with the approved dates listed above.    
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